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IDA '3' Market Outlook

11.02.2025 IDA '3' Market - Sell
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GR Bidding Zone Weekly Figures Trade's Volume Mix

Delivery Day 05.02 06.02 07.02 08.02 09.02 10.02 11.02 Sell - MWh Buy - MWh
A% W-4%  W-4%  W-6%  A4%  A23%  W-2% Lignite  (0.0%) -- (28.1%)
Avg.MCP (€/MWh) 14643 14090 13470 127.27 13232 163.07 159.66 Crete Conv.  (0.0%) -- (0.0%)
Max.MCP (€/MWh)  206.84 168.98 170.92 160.63 17521 202.43 237.83 Gas  (12.0%) 920 IR0 (0.0%)
Min.MCP (€/MWh) 31.00 10541 9837 6281  66.47 11096 90.55 Hydro (10.7%) -- (0.0%)
A 54% 8 %W -39% W -35% A 106% W 27% A 6% Imports  (0.0%) 0
Tot.Vol(GWh) 2.59 2.44 1.50 0.97 1.99 1.45 1.54 RES (37.6%) -- (31.4%)
Crete RES  (0.0%) o) | @ (0.0%)
Trades by Order Type HVload  (0.0%) -- (1.0%)
Delivery Day ~ 05.02 06.02 07.02 08.02 09.02 10.02 11.02 MV load  (18.8%) 144 | 83 (10.8%)
Order P.T LV Load  (20.9%) 161 219 (28.6%)
(s) Crete load  (0.0%) 0 (0.0%)
m (S) 1298 1.194 0749 0438 0783 0547 0768 Pumping  (0.0%) (0.0%)
(S) Exports (0.0%)
(S) 0.028 0.046 0213  0.178 Sys.Losses  (0.0%) (0.0%)
(8) D/R Load  (0.0%) (0.0%)
m (B) 0.435 0.394 0.618 0.484 0.996 0.582 0.768
(B)
(B) 0.863 0.828 0.131 0.143 ,
PPT (s)
m (S) 86 83 62 51 53 64 81 VOI'B
]
PPT (B) ‘
m (B) 62 74 929 103 99 86 83
(B)
0% 0%
MCP Market Clearing Price (€/MWh)
PPT Priority Price-Taking
HBD Hybrid Ord ° B
BLK Block
CPL Market Coupling Flow 100%
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